Electrical Safety / Tagging
 

1 PURPOSE 
To ensure that all personnel are aware of the general guide for electricity safety. 

PROCEDURE DETAILS 
2.1 Installations 

All electrical work must be done by properly licensed people. All electrical work undertaken on-site is required to be carried out in compliance with the relevant statutory acts and regulations. 

2.2 Portable Electrical Equipment 

All portable electrical power tools used on Site shall be protected at all times by an approved earth leakage protection device. 
All general purpose outlets (supply points) including outlets fitted to, or supplied from portable or mobile generating equipment shall be protected by an earth leakage protection device. 
Members in charge of Operations shall ensure that all electrically powered tools, lamps, extension leads, transformers and other such equipment are: 
readily identifiable 
inspected prior to use 
inspected, tested and tagged in accordance with the Code of Practice by a competent person at least every twelve (12)months.
Any powered item which has fallen into water or any other liquid shall not be touched prior to it being safely isolated. The equipment shall then be dried, tested and inspected before re-use. Under no condition shall anyone but a qualified electrician make repairs or modifications to any electrical equipment. 

2.3 Defective Equipment 

The Member in charge of operations has the authority to remove defective or dangerous equipment from use in the Shed immediately without warning or notification. This applies to major defects and minor defects, (eg. poorly wired plugs and sockets with sheathing exposing internal wires).  All defective equipment will be tagged ‘Out of Service’ 
2.4 Extension Leads, Flexible Cords and Cables 

Electrical extension leads; flexible cables and cords shall be protected from damage at all times. Inside the Shed, leads that are intended to be in place for an extended period of time shall be secured at a height not less than 2.4 metres instead of cluttering the floor and posing a dangerous tripping and electrocution hazard.

